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AS SHOWN

NT01

GENERAL NOTES
THE FOLLOWING NOTES ARE NOT PART OF THE CITY OF LIVERMORE STANDARD NOTES AND ARE PROVIDED AS SUPPLEMENTAL NOTES BY THE
ENGINEER.

1. REVISIONS TO THESE PLANS MUST BE REVIEWED AND APPROVED IN WRITING BY THE CITY OF LIVERMORE PRIOR TO CONSTRUCTION OF
AFFECTED ITEMS.

2. CONTRACTOR SHALL COORDINATE WORK WITH SUBCONTRACTORS AND WITH THE INSTALLATION OF FACILITIES BY PG&E, AT&T AND
CABLE TV.

3. TEMPORARY LANE CLOSURES ARE REQUIRED FOR CONSTRUCTION OPERATIONS. CONTRACTOR TO OBTAIN APPROVAL FROM THE CITY OF
LIVERMORE BEFORE IMPLEMENTING CLOSURES. ONE LANE OF TRAVEL IN EACH DIRECTION MUST REMAIN OPEN AT ALL TIMES DURING REGULAR
WORK HOURS. FULL TIME CLOSURES FOR NIGHT WORK IS ALLOWED WITH PRIOR APPROVAL FROM THE CITY OF LIVERMORE. THE CONTRACTOR SHALL
PROVIDE FLAG MEN, CONES, OR BARRICADES AS NECESSARY TO CONTROL TRAFFIC AND PREVENT HAZARDOUS CONDITIONS, PER CALTRANS
STANDARDS.

4. EXISTING PEDESTRIAN WALKWAYS, BIKE PATHS AND DISABLED ACCESS PATHWAYS SHALL BE MAINTAINED DURING CONSTRUCTION TO
THE SATISFACTION OF THE CITY INSPECTOR.

5. CONTRACTOR SHALL BACKFILL TRENCHES, OR PLACE STEEL PLATING AND/OR HOT-MIX ASPHALT, AS REQUIRED BY THE CITY INSPECTOR,
TO PROTECT OPEN TRENCHES AT THE END OF EVERY WORK DAY.

6. CONTRACTOR SHALL CLEAN STREETS TO REMOVE ACCUMULATION OF MUD AND DEBRIS RESULTING FROM CONSTRUCTION ACTIVITIES.

7. CONTRACTOR HAS TO GET A PERMIT FROM ALAMEDA COUNTY TO WORK IN THEIR JURISDICTION.

8. CONTRACTOR TO OBTAIN REQUIRED PERMITS FOR HAUL ROUTES PRIOR TO DEMOLITION AND CONSTRUCTION.

9. CONTRACTOR IS RESPONSIBLE FOR SCHEDULING ALL INSPECTIONS AS REQUIRED.

10. CONTRACTOR IS TO PROVIDE STREET CROSS SLOPES BETWEEN 2% AND 4% UNLESS SPECIFICALLY NOTED OTHERWISE ON PLANS, AND
TO ALLOW CITY INSPECTOR AND ENGINEER TO INSPECT FORMS PRIOR TO POURING OF CURB AND GUTTER.

11. CONTRACTOR IS TO POTHOLE ALL UTILITY CONNECTIONS PRIOR TO CONSTRUCTION TO VERIFY EXISTING UTILITY INFORMATION PROVIDED
ON THE PLANS.

12. IT IS THE CONTRACTOR'S RESPONSIBILITY TO VERIFY THE LOCATIONS OF ALL EXISTING UNDERGROUND UTILITIES. CALL USA
(UNDERGROUND SERVICE ALERT) TWO WORKING DAYS BEFORE DIGGING AT (811).  LOCATIONS SHOWN ON THE PLANS WERE TAKEN FROM
AVAILABLE RECORDS AND ARE APPROXIMATE AND SHOWN FOR GENERAL INFORMATION ONLY, AND MAY BE INCOMPLETE.  RELOCATION
OR REPAIR OF ANY DAMAGE TO UTILITIES OR PIPELINES AND PLUGGING OR REMOVAL OF ABANDONED LINES SHALL BE THE
CONTRACTOR'S RESPONSIBILITY.

13. IT IS THE CONTRACTOR'S RESPONSIBILITY TO MAINTAIN AND PRESERVE THE EXISTING MONUMENTS OF RECORD. SHOULD THE
CONTRACTOR DESTROY OR DISTURB ANY MONUMENTS OF RECORD, THE CONTRACTOR SHALL, AT CONTRACTOR'S SOLE EXPENSE,
RETAIN A CALIFORNIA LICENSED LAND SURVEYOR TO REPLACE SAID MONUMENTS AND FILE AN APPROPRIATE CORNER RECORD.

14. CONTRACTOR SHALL KEEP UP-TO-DATE A COMPLETE RECORD SET OF CONTRACT DRAWINGS SHOWING EVERY CHANGE FROM THE
ORIGINAL DRAWINGS MADE DURING THE COURSE OF CONSTRUCTION INCLUDING EXACT LOCATION, SIZES, MATERIALS AND EQUIPMENT.  A
COMPLETE SET OF CORRECTED AND COMPLETED RECORD DRAWING PRINTS SHALL BE SUBMITTED TO THE ENGINEER PRIOR TO FINAL
ACCEPTANCE FOR REVIEW AND APPROVAL BY THE ENGINEER.

15. EXTENT OF PAVEMENT SAW CUTTING MAY REQUIRE FIELD ADJUSTMENT DUE TO THE UNEVEN NATURE OF EXISTING PAVEMENTS AND
INTERMITTENT NATURE OF DATA COLLECTED FOR DESIGN PURPOSES. CONTACT ENGINEER IF FIELD CONDITIONS DIFFER FROM THOSE
ANTICIPATED ON PLAN.

16. ALL ITEMS DEMOLISHED ARE TO BECOME THE PROPERTY OF THE CONTRACTOR AND SHALL BE DISPOSED OF IN A LEGAL MANNER.

EXISTING CONDITIONS
1. EXISTING GRADES AND CONFORM DESIGNS SHOWN ARE BASED OFF OF INTERMITTENT FIELD TOPO DATA AND MAY NOT INCLUDE ALL

CONFORM SITUATIONS.  CONTRACTOR SHALL REVIEW ALL CONFORM CONDITIONS AND NOTIFY ENGINEER OF ANY AREAS THAT MAY
REQUIRE FIELD FIT ADJUSTMENTS.  ALL PAVING AND HARDSCAPE CONFORMS MUST COMPLY WITH ADA REQUIREMENTS AND MAINTAIN
POSITIVE DRAINAGE TO DRAIN INLETS. 

2. GRADES ENCOUNTERED MAY VARY FROM THOSE SHOWN. CONTRACTOR SHALL REVIEW THE PLANS AND CONDUCT INVESTIGATIONS AS
REQUIRED TO VERIFY EXISTING  CONDITIONS AT THE PROJECT SITE.

3. THE CONTRACTOR SHALL TAKE ALL NECESSARY PRECAUTIONS TO PRESERVE AND PROTECT ANY FENCES WHICH ARE TO REMAIN.

4. CONTRACTOR SHALL PROTECT TREES TO REMAIN, BOTH ON-SITE AND ON ADJACENT PROPERTIES WITHIN 100 FEET OF CONSTRUCTION
ACTIVITIES.

UTILITIES
1. IF IN THE FIELD, THE VERTICAL SEPARATION BETWEEN SANITARY SEWER & STORM DRAIN CROSSING IS LESS THAN 12", A HIGH DENSITY

FOAM BLOCK SHALL BE USED BETWEEN PIPES.

2. ALL STORM DRAIN LATERALS SHALL BE 12" RCP WITH A MINIMUM SLOPE OF 1% UNLESS OTHERWISE SPECIFIED.

3. ALL 12" DIAMETER STORM DRAIN PIPE SHALL BE CLASS IV RCP UNLESS OTHERWISE SPECIFIED.

4. CONTRACTOR TO EXPOSE EXISTING GRAVITY CONNECTION POINTS AND CHECK INVERTS PRIOR TO THE CONSTRUCTION OF NEW
UTILITIES. NOTIFY ENGINEER OF ANY DISCREPANCIES.

5. RIM ELEVATIONS SHOWN ON THIS PLAN ARE APPROXIMATE. IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO ADJUST MANHOLE RIMS
TO MATCH FINISHED GRADE.

6. CONTRACTOR TO COORDINATE THE ADJUSTMENT TO FINISHED GRADE OF ALL PG&E, AT&T, CABLE, FIBER OPTIC OR OTHER UTILITY
MANHOLES AND VAULTS.

7. CONSTRUCTION OF ALL GRAVITY FLOWING UTILITIES SHALL PROCEED FROM THE DOWNSTREAM CONNECTION TO THE UPSTREAM
CONNECTION.  THIS WILL ALLOW FOR ANY NECESSARY ADJUSTMENTS TO BE MADE PRIOR TO THE INSTALLATION OF THE ENTIRE LINE.  IF
THE CONTRACTOR FAILS TO BEGIN AT THE DOWNSTREAM CONNECTION POINT AND WORK UPSTREAM, CONTRACTOR SHALL PROCEED AT
CONTRACTOR'S OWN RISK AND BE RESPONSIBLE FOR ANY ADJUSTMENTS NECESSARY.

STATEMENT OF RESPONSIBILITY
CONTRACTOR SHALL ASSUME SOLE AND COMPLETE RESPONSIBILITY FOR JOB SITE CONDITIONS DURING THE COURSE OF CONSTRUCTION
OF THIS PROJECT, INCLUDING SAFETY OF ALL PERSONS AND PROPERTY.  THIS REQUIREMENT SHALL APPLY CONTINUOUSLY AND NOT BE
LIMITED TO NORMAL WORKING HOURS.  THE CONTRACTOR SHALL DEFEND, INDEMNIFY AND HOLD THE OWNER AND THE ENGINEER
HARMLESS FROM ANY AND ALL LIABILITY, REAL OR ALLEGED, IN CONNECTION WITH THE PERFORMANCE OR WORK ON THIS PROJECT,
EXCEPT FOR LIABILITY ARISING FROM THE SOLE NEGLIGENCE OF THE OWNER OR THE ENGINEER.

CONTRACTOR'S LICENSE CLASSIFICATION
IN ACCORDANCE WITH THE PROVISIONS OF CALIFORNIA PUBLIC CONTRACT CODE SECTION 3300, THE CITY OF LIVERMORE HAS
DETERMINED THAT THE GENERAL CONTRACTOR SHALL POSSESS A VALID CLASS A OR CLASS C-12 CONTRACTOR'S LICENSE AT THE TIME
OF BID OPENING AND FOR THE DURATION OF THE CONTRACT AS SPECIFIED IN NOTICE INVITING BIDS.
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